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Utilities Division 
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Mizona Wnti&h 
DO.CKETED 

JAN 2 0 2005 
DOCKETED BY rn 

Re: Johnson Utilities Company: Compliance with Decision No. 65840 
Notification of ADEQ Notice of Violation 
WS-02987A-99-05 83; WS-02987A-00-06 18 

Dear Mr. Johnson: 

Pursuant to Commission Decision No. 65840 (April 22, 2003), enclosed please find a 
Notice of Violation (“NOV”) issued by the Arizona Department of Environmental Quality 
(“ADEQ’) and received by Johnson Utilities Company (“Johnson”) on January 6, 2005. See 
Attachment 1. 

Also enclosed is a January 19, 2005 letter and response from Johnson’s Vice President, 
Brian Tompsett, to William Hare of ADEQ. See Attachment 2. As noted in Mr. Tompsett’s 
letter, Johnson instituted intervention and preventative measures that now demonstrate 
compliance with ADEQ’s technical review criteria for fecal coliform exceedances. 

Pursuant to Decision No. 65840, Johnson will continue to provide you documentation of 
“all relevant documents, including but not limited to any documents, or pleadings filed with 
ADEQ and or by JUC relating to the NOV and the steps JUC takes to come into compliance, 
until the ultimate resolution of the NOV.” 

mailto:jshapiro@fclaw.com
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Should you have any questions, please do not hesitate to call me at your convenience. 
Thank you for your time in this matter. 

enclosures 

cc: Brian Bozzo, Compliance Section (w/enc.) 
Brian Tompsett, Johnson Utilities (w/enc.) 
Docket Control (w/enc.) 

1628404.1/5 1239.001 
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ARIZONA DEPARTMENT 

ENVIRONMENTAL QUALITY 
OF 

11 10 West Washington Street - Phoenix, Arizona 85007 
Stephen A. Owens 

Rirebor 
(GO2) 771 -2300 - WWW.X&Q.gW 

M. Brian Tompsett, Vice Presideat 
Jobson Utilities Company 
5230 East Shea Blvd, 
Scottsdale, Arizona 85254 

Re: AImdd Compliance hspwthn of the Johnson Uaities Section 11 Wastewater 
Treatment P la t  (WWTP), Inventory No- 103081, Aquifer Protection Permit (APP) No. 
PID3081 Reuse Permit NO. Rl03081, Middle Gila Wver Wah‘shed 

Dear Mr. Tompsett: 

Enclosed is a Notice of Violdon (‘WOV”) and inspection report prepred by William J. Hare 
concerning the compliance inspection conducted at the site on October 27,2004. The NOV is 
being issued for continued mc&w in Fecal Cotifom levels ofthe effluent that i s  discharged 
to a nearby golf course. 

~ 

As indicated in the mclosed ”Summary of Inspection”, the Notice of Violation previously issued 
on September 2,2004 nma.h open. The referenced NOV was issued for permit violations 
regarding effluent monitoring for F d  Coliform and Total Nitrogen. The refemced NOV will 
rmain open until sufEcient data is submitted in the ensuing months that indicate the operational 
problems have been corrected. 

Tbe at&cbed Notice of Violation (’WOV”) is an infimnal compliance assurance toof used by the 
ArizonaDepattment of Environmental Quality (“ADEQ‘) to put a responsible party (such BS a 
faciity owner or operator) on notice tht~t the Department believes a violaion of an 
mviromnental requirement bas occunecl. It describes the &ts lcnown to ADEQ at &e time of 
issuance and.cites the requ.iremmt that ADEQ believes the party has violated. 

Although ADEQ has the aukority to issue appealable administrative orders compebg 
compliance, an NOV ha$ no such force or eff‘ect. l?.&er, an NOV provides the respmible pm 
an opportunity to do any of the following before ADEQ takes formal ~ ~ O I I X ~  &OK (1) 
meet With ADEQ and discuss the fhct.$ surrounding the violation, (2) demtmstmk to ADEQ tbat 
no violation Iias occurred, or (3) document that the violation has been corrected. 

ADEQ reserves d e  right to take B formal edorcement action, such as issubg an ad.mhislmt.W? 
order or filing a civil lawsuit, remess of whether the Department has issued an NOV. Neither 

Northern Regional ofiice 
151 5 East Cedar Avenue - Suite F * Ff*, AZ 86004 

Southern Regional Office 
4M) West Congress Sheet Suite 433 Tumn, AZ 85701 

(928) 779-037 3 (5’20) 628-6733 

PrMed on recycled p a p r  
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ADEQ's issuance of an NOV nor its failure to do so precludes the Bprh-nent Born p & g  
these remedies. However, the timeliness of a complete response to this notice will be considered 
by APEQ in deteminhg ifand how to pursue such remedies. 

E you have any questions, regarding the above, please contact William J, Hare at (602) 77 1- 
4838. 

Smcerely, 

Water Quality Field Services Unit 

cc: P h I  county XealIilDepmmt 
Facility File, Inventory No. 10308 1 
WQFSU Reading File 
Vivian Sums, Program and Project Specidkt 



ARIZONA DEPARTMENT 
OF 

E NVI RO N M ENTAL Q.U ALlTY 
Stephen A. Owens 

Director 
11 10 West Washingcon S m  Phoen'k, Ar'wna 85007 Janet N a p d h  

Cavernor 1602) 771-2300 w.adeqsfate.az.us 

CERTIFIED MAIL , Case ID g.33138 
Return Receipt Requested 

January 3,2005 

Johnson lntematianal Inc 
Attention: Brian Tornpsett 
5230 E Shea Blvd Ste 200 
Scottsdale, AZ 85254-5750 

Subject: hdgd Precision Golf Course Wwtp, 142 
1877 E Bella Vista Rd I Queen Creek, AZ 85242 

NOTICE OF VlOLA'llON 
The Arum Department 05 Environmental Quallty (ADEQ), has reason to believe that Johnson 
International inc as the ownerloperator of Mgd Precision Golf Course Wwtp, has violated a requlmment of 
the Arizona Revised Statutes (ARS,), a rule within the Arizona AdminishWe Code (M.c,}, or an 
applicable pemitnicense, administrative order or civil judgment. ADEQ d i s c a v e  the violations alleged 
below during an inspection completed on October 27,2004. 

1. LEGAL AUTHORITY and NATURE OF ALLEGED VIOLATION[S) 

1 e P m R  24069 Ip103081) - 4.0 
The single sample maximum of iba l  Coliform for effluent monitOr9ng is 800 
c.f.uJ1Mtmb 
During the 3rd quarter of 2004 &e faacility exceeded the shgle sample maximum of fecal - 
Coltform effluent monitoring on 29 occasions. Twenty eight of these exceedances were 

2. Permif 24069 (PI 03bB1) - 4.0 
The Fecal Collform llrnlt for the four out of seven samples for weekly nanitwlng is 
200 ef.u. 
During the wtseks commencing on July 1,2004, July 8,2004 and July 29,2004 the facility 
exceeded the Discharge Llmit kc effluent monitoring of 200 c.f.u. on at least four or more 
occasions. 

1,600 c.f.u.llOOml 

11. DOCUMENTING COMPLIANCE 

1. Within 60 calendar days of receipt of this Notice, please submit documentation that the 
vidatition(s) never ocwrred, or the results of the investigative inquiry regardlng the cause of 
the fecal Coliform ewedances and most recent results effluent sampling. 

Northern Regional Ofice 
151 5 East Cedar Avenue Suite F FIa@aff, AZ 86004 

Southern Rqjonal oftice 
4QD West Congws Sheet Sui- 433 Tucson, 85701 

(926) 7790393 (520) 628-6733 
Printed on #ydedpaper 
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Ill. SUBMITTING COMPLIANCE DOCUMENTATtON 

Please send all compliance docurnentation and any other written correspondence regardlng this Notice 
to ADEQ at the following address: 

Arlzona Department of Environmental Quality, Attention: Wllliam J. (Qill) Hare, Water QualPty Field 
Service CompPance Unit, 1110 W Washington St, Phoenix, AZ 85007 MC: 5415l3-1 

IV. STATEMENT OF CONSEQUENCES 

I. The time frames within this Notice for achieving and documenting compliance are fm 
limits. Failure to achieve or document compliince within the time frames established in this 
Notice will result in an administrative mrnpliance order Or Civil adion requldng compiiance 
within a reasonable time frame, substantial civil penaltles, andlw the suspension or 
revocation of an applicable permiflicense. ADEQ wlll agree to extend the time frames only 
in a compliance schedule negotiated in the context of an administrative consent order or 
civil consent judgment. 

2. Achieving compliance does not preclude ADEQ from seeking civil penalties, 3MYor 
suspending or revoking an applicable permitmcense for the violation(s) alleged In this Notice 
as allowed by law. 

V. OFFER TO MEET 

ADEQ is willing to meet regarding this Notice. To obtain additional information about this NoUce 
or to schedule a meeting to dlscuss this Notice, please contacf William J. {Bill} Hare at (802) 
771-4838. 

William J. (Bill) Ha 
Water Puali Field Service Compliance Unit Water Quality Field Senrice Compliance Unit 

Printed on recycled paper 
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ARIZONA DEPARTMENT OF E N V W O W m &  QUAWTY 

Field Services Unit 
WATER QUALITY DJVlSION - WATER QUALITY COMPLIANCE SECTION 

S U W R Y  OF INSPECTION - WASTEWATER 

Facility: Section 11 

Aquifer Protectha Perma: PI03081 

Place ID No: 242 

AzpDES Permit No: N/A 

Reuse Pennit No: Type 3 General P e d 4  R105412 

Iaspected by: Wdiam J. Ham, E.P.S. 

Asxrompanied by: Gary Bamber, Gary Larsen 

Inventory NO: 103081 

Inspection Date: October 27,2004 

Report Date: January 3,2005 
Greg Brown, Jerry Beeler 

1. WWTF quality meets the following permit 
requirements: 
A. Aquifer Protection Permit 

B. ReusePermit 

C. AZPDESPemzit 

2. A c&ed operator is employed by the owner per 
ADEQ regulations. 

3. This system meets APP permit requirements for 
operation and mabtexmnce. 

Tkis was the a n n d  inspection to dettnnine compliance with the existing APP and Reuse 
PCfmitS. 

FaditY Description: 
The Johnson Utilities Section 1 1 WWTP is located adjacent to Hunt Highway, approximately 
nine m.iles southeast of Queen Creek. The WW" has the capacity to collect and treat up to a 
maximum montldy average flow of 1.6 million gallons jxx day flow (MGD) of wastewater 
received from residences and small businesses located in the central snd southern portions ofthe 
S o b o n  Utilities service area. me treabnent process consists of a lleadworlcs with a bar screen, a 
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flow splitter box, four aerated lagoons, 32 wetland cells, liquid chlorine clisidixtion and an 
efl3uent pump statx'on. A11 of the lagoons and 32 wetland cells of the WWTP have a permeability 
of less then 550 gallons per day per ame. The WWTP process employs nibificatioxl- 
d&hification to achieve an effluent Total Nitrogen level of 10 mg/L and chlorine disinfection. 

General Information and Observations: 

The monthly average for Wwnt daily flow rates has ranged fiom 500,000 - 550,000 g-p.d in 
recent months. Peak flows bave exceeded 800,ooO g.p.d. The e€€luent is currently being 
disclaarged to the nine hole Oasis Golf Course as authorized in the Type 3 Rechimed Water 
General Permit. On rainy days in the winter months, some effluent is discharged into one of the 
m k g e  basins, Abut 95% of the effluent is being disoharged to irrigate the Oasis Golf Cowse, 
located close to the WWTP. Only one of the four recharge basins contained any efZlmt. 

The facility reported that there are about 6,900 homes connected rn the sewer system as of 
October 26,2004. "his includes homes fiom the San Tan Heights Commety d homes from 
the Copper Basin Community. Bofh San Tan and Copper Basin ccmmdties will ~ & W d l y  
have thek own WWTPs- Influent flows .to a common vault, where it is pumped to the Section 11 
WWTP. A 1.0 MGD WWTP is being anstrutred at the Saa Tan Community area Construction 
of the Copper Bash WWTP is currently underway. The facility c m e d y  has a design capacity 
of 1.6 m i o n  gallons per day (MGD). The Arizona Corporation Comission (ACC) has issued a 
Certificate ofCmv4mce and Necessity (CCN) for this utility that authorizes the treatment of 
up to 2.4 MGD of wastewater within in the service area ofthe WWTP. 

The inspection of the aerated lagoons did not reveal any deficiencies. The water level was about 
7 feet deep with 3 f' of heboard. The color ofthe lagoons vas good. No septic odors were 
present. All of the aa-atcxs were reported to be functional. The dissolved oxygen (DO) levels in 
the aerated lagoons were repoxted to rartge fmm 6-8 mgL. 

The 16 wetland cells were also inspected and found to be hctioning adequately. The water 
level was adqyate. Some ofthe wetland cells had been previously burned to move  dead 
vegetation. These cells w m  experiencing re-growth. The short circuiting lofthe wetland cells, 
which c a d  excessive water IeveIs in some mas, appears to have been corrected This short 
circuiting hampered the denibifioation process. 

The chlorine contact chamber (CCA) appeared to be furzczionhg adequately. The piping for the 
delivery of the liquid chlorine was replaced last month, after it was found to be restricted with 
(crystallized) sodium hypochlorite, This was causing high levels of Fecal Colifom in the 
efflwrtt thar is being deLivered tu the Oasis Golf Course. 

APP InsDection, LTF No. 24069 

Previously issued NOV 

On September 2,2004, AOEQ issued a Notice of Violation (NOV), Case I? No, 32021, to 
Johnson Utilities for Various exceedances that occurred in the 4a quarter of 2003, the 1' quarter 
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of 2004 and the 2nd quarter of2004. T&e facility experienced numerous exceedances for effluent 
monitoring during the aforementioned quarters. The exceedances entailed 58 occasions whea tbe 
effluent was less than 1600 c.€,d1oOmi during the 2”‘ quarter of 2004. Ia addition, the facility 
had several exceedances in Total Nitrogen levels fm the effluent that occurred during the 4a 
quarter 2003 and the 1’ and 2“d quarten of 2OO4. The referenced NQV also included Violations 
of the contingency requirements of the APP, which required verification sampling. NO 
vefication sampling had bken conducted €or the aforementioned violations. 

On September 10,2004, J o b o n  Utilities (Jrr) issued a wriw response to the afbremedtioned 
violations explaining operational dSidtiw and intavedon and prevmt8~ve measures 
ir0plerrienk.d to correct W problems. Ln addition, ADEQ had received verbal explanations h m  
fhe opesator addressing the Violrrtlons. According to the operator, the Fecal Coliform 
exceedaces were partially caused by a bkkage in the liquid chlorine tubbg to the chlorine 
contact chamber and a large chlorine demand from an algae bloom in the v&ous m h d  cells. 
JU’s written response to the NOV advised that the Total Nitrogen exceedances were caused by 
flow djstriibution problems in the wdland cells, The flow distribution pblems caused short 
circnitiq of the effluent in the w&nd cells. ‘I%e written response indicated that the probIem(s) 
had been corrected. 

Current Inspection 

1) Effluent munitorin 
. 6 e  inspection e n t a i ~ ~ a o  examinaton ofthe most rmnt  data fi.oxn the 3rd q m m  of2004 This 

examination indicated that the facility had exceeded the Fecal Coliform &nit for efilue.nt 
monitoring on 29 occasions. Tweuryeight of these exceedances were geater than I,600 
c.Eu/l OOml.  The exact cause of zhe exceedances apparently is not known The blockage in the 
liquid chlorine line has reportedly been rerpaired and the tubing redesigned and the problem is 
believed to have been elimi;nated. A pattern appeared to exist during the month of September 
2004, when exaxdances mostly occurred during the weekends. A flumber offactors are being 
considered and invesQated, i n o l ~ ~ h g  sampling error ( m s s  m ~ v n )  and chlorine 
demand during certain times cased by algae blooms in the wetland cells- The f r e q m y  and 
magnitude of tzle exceedances ‘triggers’ ADEQ‘s si&cant non compliance policy and a new 
Notice of Violation (NOV) will be issued Eor these continuing and uncorrected violations. 

- 

Total Nitrogen monitoring for the 3“ guarter of 2OO4 did not reveal my e x c w b c e s .  The 
effluent monitorhg for Total Nitrogen wed form 6-8 mg/L. The header piping for the effluent 
distribution to the 16 wetland cells has been cleaned and mom evenly distributed to enhaace the 
denitrification process. 

The examination of the SMRFs revealed some missing data €or five volatile organic cornpounds 
(VOCs) h m  the 2nd quarter of 2004. The data was not provided in the i&kd submkdon of the 
SMRFs because the laboratory had not completed h e  d y s i s .  This data was provided at the 
time of &e inspectiOn and amended sBdl3.F~ will be provided to ADEQ in the e m h g  days. 
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(2) Groundwater mo~torintz 
(3round water monitoring for the various constituents did not reveal any deficiendes. However a 
la.boratory reporting error was noted in that testing for Total Colifomr was being reported as 4 2 
c.f.uJIOOml. The permit requires the absence or presence '6f T d  Coliform. During the 
hspeCtion, the laboratory being utilized by JU, Aquatic Labs, was contacted and informed of the 
error. Future SMRFs Will reflect absence or presence of Total Coliform. A test.showhg the 
presence of Total CoHorin will require a retest for Fecal CoHorra+ The absence of Fecal 
Colifiorm in the retest will negate any compliance issues. Tbe groundwater monitorbg well was 
reported to have static water levels at 340 &et in receat months. 

O n  October 1,2003, ADBQ's Water Pennits Section issued a Type 3 Reclaimed Water General 
Permit (Agent) authorizing the fkility to itrigate severdl sita with Class B+ reclaimed water 
generated by the Section 11 'WFVTP. This Type 3 Rtclaimed Water Genera\ Permit authorization 
supemcdes the individual reclaimed wastew&x reuse pwmit previously issued to JU on 
September 2,1998 under file No. R103O8 I. TBe monitoring requiremts in the OM muse permit 
have been incorporated in the APP P Z 0308 1. 

The end users listed in the referenced Reclaimed Watm Gama1 Permit include the Oasis Golf 
Course located at 5764 Hunt Highway, F ~ o I ~ R c ~ ,  AZ. JCT reported during the inspection that 
effiuent has been discbarged to the Oasis Golf Course and no other sites. The nine holc golf 
c o w  at Oasis utilizes most of the effluent being generated by the WWW. JU was in 
compliance with the operational irrigation practices a# Oasis Golf Course. 

The re- p d t  requires an annual report on water coasumption rates to the various reuse 
sites. Thh report is due to ADEQ by the end of the 2004 calendar year. 

(1) Monitoring and Report& Requirements. 

(a) The APP No. P103081 ~equkes dairy monitofhg of the influent for pH and flow. EffIuent 
r n c m b h g  is required when discharges o c m  firomthe d u e n t  p p  station. Effluent is 
monitored daily for Fecal Coliform, monthly for TOW Nitrogen, and quarterly for heavy metals 
and VOCs. Groundwater monitoring is required monthly for the water level within the well and 
Total Nitrogen. and quB1.terly fur heavy metals and VOCs. TBe facility experienced numerous 
violations of the APP monitoring during the 4& quarter of 2OO3 and the 1'' and Znd quartas of 
2004. An NOV was previousIy issued for these violations. In addition, the &cility experienced 
29 exceedances during the 31d quarter of 2004 and a new NOV is being issued fox .those 
violatioas. 
Rating: NOR Compliance. 

(b) The APP also slas a c o m p l b  schedde which requires the submission of plans and 
drawings for a new POC well. This requirement was completed. lple Compljance Schedule also 
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re4uires the submission of axt annual report during 2003 which address= the effect of Nitrogen 
on the groundwater frorn the Recharge Project. This has been accompliihied. 
b a g :  Compliance 

(c) c4romdwater monitoring is also required. No violations were noted d u i q  the review of the. 
gmundwater monitoring data Ratins Courpliaace 

(d) Twe 3 Reclaimed Water.Genera1 Permit- The monitoring requixements for reclaimed water 
have been incorporated in thp, APP. However, an annual report is due to ADEQ. The report 
should address the total volume of reclaimed Wer delivered to the reuse sites. No deficiencies 
were noted regarding this inspection of this permit. Raw. Complianoe. 

2 .Operatar Certification Requirements. The WWTF is classified as a Class 2 WTF and the 
ooliection system is classified as a Class 2 Collection System "he operwtor, Gary Bambcr, holds 
a W e  4 WWT and a Grade 3 WWC license issued by ADEQ. 
Rating: Compliance 

3. Operation & Maiitenance (O&M) Requirements. The facility was in comphce witb . 
the operational q-ent$ noted in the APP hcluding freeboard for the ponds and water depth 
in the wetland cells. Rating: Compliance 

END OF REPORT 
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JOHNSON unum C0MPANYL.L.C 
5230 East Shea Boulevard * Scottsdale, Arizona 85254 

PH: (480) 998-3300; FAX: (480) 483-7908 

January 19,2005 

William J. Hare 
Water Quality Field Service Compliance Unit, MC 5415B-1 
Arizona Department of Environmental Quality 
11 10 W. Washington Street 
Phoenix, A2 85007 

RE: Notice of Violation, Case ID #: 33 138 

Dear Mi-. Hare: 

On January 3, 2005, the Arizona Department of Environmental Quality (ADEQ) issued 
Johnson International a Notice of Violation for exceeding the single sam le maximum 
fecal colifonn and the limit for the four out of seven samples during the 3 quarter at the 
Section 11 Wastewater Treatment Plant, APP P-103081. In accorbce with the Part II, 
Documenting Compliance? Johnson Utilities Company (JVC) is submitting results of the 
investigative inquiry regarding the cause of the fecal coliform exceedances and the most 
recent results of effluent sampling. 

2 

On September 10,2004, JUC issued a letter of explanation to ADEQ for previous fecal 
coliform violations in the 2nd quarter. JUC sited operational difficulties and pmvided 
intervention and preventative measures to correct the problem. Attached are copies of the 
2004 4& quarter Self Monitoring Report Forms (SMRFs) for the single sample maximum 
and the four out of seven samples for fecal coliform for the Section 11 Wastewater 
Treatment Plant (named MGD Precision Golf Course WWTP on the SMRFs). The results 
show no exceedances of the four out of seven sample limits and 6 exoxdances of the 
single sample maximum where the results are 1.2 times the discharge limit. These results 
demonstrate compliance within ADEQs tecbnical review criteria. JUC is pleased to 
report that compliance has been achieved by the measures implemented. 

If you have any questions or comments, please contact me a 480 998-3300. 
A 

W c e  President 
Johnson Utilities dpy 



SELF MONlTORlNG REPORT FOKM 
ARIZONA DI ,RTMENT OF ENVIRONMENTAL J A L l n  

ac.lity ~ a m e :  MGG PRECISION GOLF COURSE WWTP Latitude: 33 I 1  44.9999 Facility ID: 142 
Longitude: 111 33 29.9999 ADEQ Permit Number: 24069 

Township: 3 
Range: 8 Date Prepared: ” 0 1- 1 gd Oq 

;ontact: Section: 18 Lab ID: +Gc->3- JOHNSON, GEORGE 

,ddress: 
Lab Name: pzi wLL& 

a a  
Q7 Monitodnq Name: JOHNSON RANCH - WWTP - EFFLUENT PUMP STATION 

I CERTIFY UNDER PENALTY OF LAW THAT I HAVE PERSONALLY EXAMINED AND AM FAMILIAR WITH THE INFORMATION SUBMImD HEREIN 
AND BASED ON MY INQUIRY OF THOSE INDIVIDUALS IMMEDIATELY RESPONSIBLE FOR OBTAINING THE INFORMATION I BELIEVE THE 
S U B M ~ ~ E D  pJFORMATION IS TRUE ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE SIGNIFICANT PENALTIES FOR SUBMlTlNG 

SIGNATURE OF PRINCIPLE EXECUTIVE OFFICER OR AUTHORIZED AGE DATE 1-1s 4 s  FALSE INFORMATION INCLUDING THE Poss la iL in  OF FINES AND IMP 

Page 3 .  Of 27 



atr-1.r mu111 I W I \ L I V U  - ..... 
ARIZONA DL 4RTMENT OF ENVIRONMENTAL JALITY 

me- MGD PRECISION GOLF COURSE WWTP Latitude: 33 11 44.9999 Facility ID: 142 

JOHNSON. GEORGE Longitude: 11 I 33 29.9999 ADEQ Permit Number: 24069 

Section: 18 Lab ID: -Az 006J---------- 
Township: 3 
Range: 8 

Quarter: a Date Prepared: 

Lab Name: #, & 
Y 

Reporting Period: R a6N 
- IS - 0 5 .  

lonitorin9 Point ID: 12392 Monitoring Name: JOHNSON MNCH - WWTP - EFFLUENT PUMP STATION 

Sampling/RepotIing Frequencies: Weekly Monitoring/QUARl€RLY 

STORET: FC4-7 Permit Limit: AL: RSVD DL: 200 ' AQL: NIA MIN: MAX. 
Chemical: FECAL COLIFORM 4 OF 7 SAMPLES Method: Units: CFU 

I CERTIFY UNDER PENALTY OF LAW THAT I HAVE PERSONALLY EXAMINED AND AM FAMILIAR WITH. THE INFORMATION SUBMITED HEREIN 
AND BASED ON MY INQUIRY OF THOSE INDIVIDUALS IMMEDIATELYRESPONSIBLE FOR OBTAINING THE INFORMATION I BELIEVE THE 
SUBMllTED INFORMATION IS TRUE ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE SIGNIFICANT PENALTIES FOR SUBMITTING 
FALSE INFORMATION INCLUDING THE POSSIBILIlY OF FINES AND IMPRI 
SIGNATURE OF PRINCIPLE EXECUTIVE OFFICER OR AUTHORIZED AGENT 
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